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1. ENCASEMENT SHALL BE A.D.5. PIPE (OR APPROVED EQUAL) AND SHALL BE PLACED ARDUND THE WATER LINE AS

SHOWN ABOVE.

THE ENCASEMENT I.D. MUST BE GREATER THAN THE WATER PIPE O.D.

REMOVE % SECTION OF ENCASEMENT AND PLACE OVER THE WATER PIPE WITH OFENING AT THE BOTTOM.
ENCASEMENT IS NOT REQUIRED FOR NON—METALLIC GAS LINE CROSSINGS.
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